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TELEMETRY e next level of visualisation

Tools | Window | Help | Logout

~ tovembers. 2017 [N e =[P T
Date M Battery Voltage 1! PYRANOMETER Ml Precipitation 1 Relative Humidity W Temperature 1 WIND DIRECTION W \WIND SPEED

Nov 15, 2019 5:30:00 AW EET 650V 1.0W/m* 0.0 mm 100.0 % RH M3 °C 2603 W 0.0m/s

Nov 15, 2019 5:40:00 AM EET 650V 1.0W/m? 0.0mm 100.0 % RH 1o 260.3° W 0.0m/s

Nov 15, 2019 5:50:00 AM EET 6.90V 1.0W/m? 0.0 mm 100.0 % RH 260.9 "W 0.0 m/s

Nov 15, 2019 6:00:00 AM EET 6.90V 1.1 W/im? 0.0 mm 100.0 % RH 261.7 "W 0.0m/s

Nov 15, 2019 6:10:00 AM EET 6.90V 1.3W/m? 0.0 mm 100.0 % RH 261.7 "W 0.0m/s

Nov 15, 2019 6:20:00 AM EET 6.90V 1.3W/m? 0.0 mm 100.0 % RH 13.5 ° NNE 0.3m/s

Nov 15, 2019 6:30:00 AM EET 6.90V 1.3W/m* 0.0 mm 100.0 % RH 114.1 7 ESE 0.2m/s
6.90V 1.0W/m* 0.0 mm 100.0 % RH 186.6 ° S 0.0m/s
650V 1.4 Wim? 0.0 mm 100.0 % RH 179.3° 5 0.0m/s

Nov 15, 2019 7:00:00 AW EET 650V 1.3 W/m? 0.0mm 100.0 % RH 14°¢c 2020 ° SSW 0.0m/s

e @ <31 31323334353637383940 » w
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BR 2 RE R e o - T - e e - T (2 B = B
Date M Battery Voltage 1 PYRANOMETER Bl Precipitation 1 Relative Humidity W Temperature 1 WIND DIRECTION [l WIND SPEED
Nov 15, 2019 5:30:00 AM EET 6,50V 1.1 W/m? 0.0 mm 100.0 % RH 1.3 °C 99.2° € 0.0m/s
Nov 15, 2019 5. 6.90V 1.1 W/m? 0.0 mm 100.0 % RH 11.1°C 99.3°E 0.0m/s
Nov 15, 2019 5 6.90V 1.0 W/m? 0.0 mm 100.0 % RH 11.0 °C 98.9 " E 0.0m/s
Nov 15, 2019 6:00:00 AM EET 6.90V 1.0 W/m? 0.0 mm 100.0 % RH 11.1°C 98.9 ' E 0.0m/s
Nov 15, 2019 6: 6.82V 0.8 W/m? 0.0 mm 100.0 % RH 1.2°C 98.9 " E 0.0m/s
Nov 15, 2019 6: 6.90 V 1.1 W/m* 0.0 mm 100.0 % RH 11.3°C 99.0E 0.0m/s
Nov 15, 2019 6:30:00 AM EET 6.90 V 1.0 W/m* 0.0 mm 100.0 % RH 11.3°C 99.0 " E 0.0m/s
Nov 15, 2019 6: 6.90 V 1.0 W/m* 0.0 mm 100.0 % RH 11.3°C 132.1 ° SE 0.0m/s
Nov 15, 2019 6: 6.82V 1.0 W/m? 0.0 mm 100.0 % RH 11.4°C 163.6 * SSE 0.0m/s
Nov 15, 2019 7:00:00 AM EET 682V 1.1 W/m? 0.0mm 100.0 % RH 11.4°C 161.0 * SSE 0.0m/s
Nev 15, 2019 7: 6.82V 2.3 W/m? 0.0 mm 100.0 % RH 1.5 °C 160.1 * SSE 0.0m/s
Nov 15, 2019 7 6.82V 4.2 W/im? 0.0 mm 100.0 % RH 11.5°C 159.1 ° SSE 0.0m/s
Nov 15, 2019 7 6.82V 1.3 W/m? 0.0 mm 100.0 % RH 11.6 °C 158.9 ° SSE 0.0m/s
Nov 15, 2019 7= 6.82V 16.2 W/m? 0.0 mm 100.0 % RH 11.7°C 158.7 ° SSE 0.0m/s
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[l charging Regulator RA440
] Data belay
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[~~] GS Cell (Location)
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i~ todem Time (Off)
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L3 Temperature Internal
MPQTIKC OEB MOIAA MAYPH
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TELEMETRY e next level of visualisation

Tools | Window | Help | Logout

RSN T - PRI November 14, 2015 ESMOPIRIIESSEAN 2 Days | %sﬂlﬁ\
Date M sattery Voltage RA440 Temperature Internal I charging Regulator RA440

Nov 14, 2019 11:00:00 P EET 672V 15.1°C off
Nov 15, 2019 12:00:00 AW EET 6.68V 15.4°C off
Nov 15, 2019 1:00:00 AM EET 668V 13.6°C off
Nov 15, 2019 2:00:00 AW EET 6.66V 15.4°C off
Nov 15, 2019 3:00:00 AM EET 6.64V 15.1°C off
Nov 15, 2019 4:00:00 AW EET 656V 15.4°C on
Nov 15, 2019 5:00:00 A EET 660V 15.1°C on
Nov 15, 2019 6:00:00 AW EET 6.60V 15.4°C on
Nov 15, 2019 7:00:00 AM EET 658V 15.1°C on
Nov 15, 2019 8:00:00 AW EET 658V 16.7°C on
Nov 15, 2019 9:00:00 AM EET 662V 16.7°C on
Nov 15, 2019 10:00:00 AW EET 674V 19.8°C on
Nov 15, 2019 11:00:00 AW EET 697V 26.1°C on
o ® 12 » »

2001-2018 Adcan Telemetry. All rights reserved. 8 Administrator manval
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LRI O I I TRl October 26, 2015 ICCNNRPRERPRETMRRDE 5 weeks v N1 M=o <L N7

Date [l Battery Voltage 1 PYRANOMETER [l Frecipitation [] 1] WIND DIRECTION W wWiND SPEED

Hov 8, 201% 5:40:00 AM EET 6.50V 156.8 W/im? 0.0 mm 16.6 "C 0.6m/s
How 8, 2019 9:50:00 AM EET 6.8V 181.4 Wim? 0.0mm 78°C 1imss
How 8, 2019 10:00:00 At EET 6,98V 164.2 W/m? 0.0mm 16.9°C 1.3mis
Hov 8, 201% 10:10:00 AM EET T.06V 519.8 W/m* 0.0 mm 18.0°C 1.2m/s
2 7.06V 136.0 Wim? 0.0mm 17.2°C 130/

7.06V 57.3Wim* 0.0mm 17.0°C tamis

7.06V 92.9 Wim® 0.2 mm 17.0°C 0.4 m/s

7.06V 2.9 W/ime 0.2 mm 17.3°C 0.0 mss

T.06V 1913 Wim? 0.0 mm 17.6 °C 0.0m/s

7.08V 2zAWIm 0.2mm 17.8°C 0.1 s

(AT 168.0 Wim* 0.0mm 185 °C 0.2ms

714y 1249 W/m? 1.2mm 17.6°C 0.5mss

Hov 8, 2019 200 AM EET 7.4V 115.8 Wim@ 0.0 mm 17.9'C 0.2m/s
Hov 8, 2019 11:50:00 AM EET 7.4V B7.7 Wim® 0.0 mm 18.1°C 0.2m/s
Hov 8, 201% 12:00:00 PM EET 7.4V 159.3 Wim? 0.0 mm 18.2°C 0.3m/s
Hov 8, 2019 12:10: 7.14v 207.3Wim* 0.0mm 182°C o4mis
How 8, 2019 12:20: (AT 185.2 Wim* 0.0mm 15.1°C o.2mis
Now 8, 2019 12:30: 7.4 93.3W/ims 0.8 mm 17.8°C 1.2mss
Hov 8, 2019 12:40:1 714V 147.8 Wim@ 1.4 mm 17.3°C 0.9 m/s
How 8, 2019 12:50:00 P EET rav 7BIWmME 0.0mm 85 °C 0.8mss
Now 8, 2019 1:00:00 PM EET rav 665.9 Wims 0.0 mm 208°C 1.4mss
How 8, 2019 1:10:00 PM EET rav 672.0 Wim® 0.0 mm w.7'Cc 2.1 ms
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Date [l Battery Voltage [ PYRANOMETER Ml Precipitation 11 Relative Humidity W Temperature [l WND SPEED
Nov 15, 2019 7:50:00 AM EET 6.50V 27.5W/m* 0.0mm 85.3% RH 14.4°C 0.6m/s
Nov 15, 2019 8:00:00 AM EET 690V 0.0 mm 8535 RH 145°C 0.8m/s
Nov 15, 2019 8:10:00 AM EET 6,98V 0.0 mm 60.5% RH 15.5°C 07 mis
Nov 15, 2019 8:20:00 AM EET 6.98V 0.0mm 743%RH 1amis
Nov 15, 2019 8:30:00 AM EET 7.06V 0.0 mm 723%RH 1Amis
Nov 15, 2019 8:40:00 AM EET 7.06V 0.0mm 742 % RH 1.2m/s
Nov 15, 2019 8:50:00 AM EET 6.98V 0.0 mm 78.6% RH 0.9m/s
Nov 15, 2019 9:00:00 AM EET 7.06V 0.0 mm 76.0% RH 0.8m/s
Nov 15, 2019 9:10:00 AM EET 7.06v 0.0mm 76.4% RH 0.6mis
Nov 15, 2019 9:20:00 AM EET 7.06V 0.0 mm 742%RH 0.8m/s
Nov 15, 2019 9:30:00 AM EET 7.06V 0.0mm 74.6% RH 1
Nov 15, 2019 9:40:00 AM EET 7.06V 0.0 mm 75.1% RH 0.8m/s
Nov 15, 2019 9:50:00 AM EET 7.06v 0.0mm 746 % RH asmrs
Nov 15, 2019 10:00:00 Al EET 714V 0.0mm 743%RH 07mis
Nov 15, 2019 10:10:00 Al EET 714V 0.0 mm 71.0%RH 1Amis
Nov 15, 2019 10:20:00 AM EET 714V 0.0mm 72.4%RH 1.am/s
Nov 15, 2019 10:30:00 Al EET 714V 0.0mm 721%RH 1.7 s
Nov 15, 2019 10:40:00 AM EET 708V 0.0mm 71L9%RH 1.2mis
Nov 15, 2019 10:50:00 A EET 722V 0.0mm 71.4%RH 1ans
Nov 15, 2019 11:00:00 Al EET 722V 0.0 mm 68.4% RH 1.8m/s
Nov 15, 2019 11:10:00 A EET 7.2V 0.0 mm 66.8% RH 1.6m/s
Nov 15, 2019 11:20:00 Al EET 7.2V 170.2 W/m: 0.0mm 68.0% RH 1.5m/s
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Date M sattery Voltage RA440 Temperature Internal W Charging Regulator RA440
Nov 14, 2013 11:00:00 PM EET 672V off
Nov 15, 2019 12:00:00 AW EET 670V off
Nov 15, 2019 1:00:00 AM EET 6.68V off
Nov 15, 2019 2:00:00 AM EET 6,66V off
Nov 15, 2019 3:00:00 AM EET 6.64V off
Nov 15, 2019 4:00:00 AM EET 662V off
Nov 15, 2019 5:00:00 AM EET 662V off
Nov 15, 2019 6:00:00 AM EET 660V off
Nov 15, 2019 7:00:00 AM EET 658V on
Nov 15, 2019 8:00:00 AM EET 6.56V on
Nov 15, 2019 9:00:00 AM EET 6.58V on
Nov 15, 2019 10:00:00 AW EET 676V on
Nov 15, 2019 11300:00 AWM EET .09V off
Nov 15, 2019 12:00:00 PM EET 749V off
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Date [l Battery Voltage [l PYRANOMETER Wl Precipitation 1 Relative Humidity W Temperature [l WIND SPEED

Nov 15, 2019 9:00:00 AM EET 6.98V 46.0W/m* 0.0mm 94.8% RH 11.6°C 0.0mss
Nov 15, 2019 9:10:00 AM EET 6.98Y 0.0mm 95.4LRH 121c 0.0m#s
Nov 15, 2019 9:20:00 AM EET 7.06V 0.0mm 90.4% RH 1.9 °C 0.2mss
Nov 15, 2019 9:30:00 AM EET 714V 0.0mm 802 % RH 15.3°C 0.2mis
Nov 15, 2019 9:40:00 AM EET 7.44Y 0.0mm 788 % RH 15,6 °C 0.4 mis
Nov 15, 2019 9:50:00 AM EET 722V 0.0mm T125%RH 17.0°C 0.6 mrs
Nov 15, 2019 10:00:00 Al EET 722V 0.0mm 72.4%RH 16.4°C 10 mis
Nov 15, 2019 10:10:00 AM EET 722V 0.0mm 72.6 % RH 16.1°C 0.7 mss
Nov 15, 2019 10:20:00 A EET 722V 0.0mm 65.4 % RH 17.8°C 0.8 mis
Nav 15, 2019 10:30:00 Al EET 7.22v 0.0mm 69.7 % RH 16,6 °C 14 mis
Nov 15, 2019 10:40:00 A EET 722V 0.0mm 65.3 % RH 17.3°C 1.0m/s

722V 0.0mm 620 % RH 17.9°C 0.9 mis

7.2V 0.0mm 63.6 % RH 7.6 °C 1.2mis

722V 0.0mm £8.2 % RH 17.2°C 11 mis
Nav 15, 2019 11:20:00 Al EET 722V 0.0mm 682 % RH i7.2°¢ 1.0mis
Nov 15, 2019 11:30:00 AM EET 722V 0.0mm 67.6 % RH 17.4°C 11 ms
Nov 15, 2019 11240:00 Al EET 722V 0.0mm 67.7%RH 7.6 °C 0.9 mis
Nov 15, 2019 11:50:00 AM EET 722V 0.0mm 66.8 % RH 16.9 °C 11 mis
Nov 15, 2019 12:00:00 PM EET 722V 0.0mm 65.0 % RH 18.1°C 0.8 mis
Nav 15, 2019 12:10:00 PA EET 7.22v 27.4 Wim? 0.0mm 63.8%RH i7.4°C 14 mis
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